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NOTES:

1. ALL ENCLOSURE WIRE TO BE #18 AWG, COLOR BLUE, TYPE 1007
2. ALL FIELD WIRING SHALL BE DONE BY OTHERS
3. THIS LOOP DRAWING WILL WORK FOR DUPLEX
QUADRAPLEX SOFTSTART LIFTSTATION
4. THIS DOCUMENT SUPERSEDES ANY DOCUMENTS INCLUDED
WITH RTU PANEL
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RTU PURCHASE CONTACT INFORMATION
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